Questions 01/15/2016 From CTI Companies

1.

Drawing Sheet CG501 indicates a 5’ stainless steel sump at bottom of relief well.
The specified elevations do not match, please clarify.

See Amendment 0003 Drawing CG501, Elevation was changed to from 945 to
950.

Please clarify the gradation of the riprap, specifically the top size which is
required at 100% lighter.

See Amendment 0003, Sieve sizes for the stone weights were added.

Is there a need for contractor grading at the disposal site for excavated soil ?
See Amendment 0003, Drawing GI1101.



